EXISTING FIRE

PROTECTION SERVICE EXISTING DOUBLE DETECTOR

CHECK AND BYPASS METER

PIPE SIZE TO
MATCH EXISTING

[ ] @
REDUCED PRESSURE
PRINCIPLE BACKFLOW
PREVENTOR

® L)

DUCTILE IRON

SEE DETAIL #5 FOR
INSTALLATION INSTRUCTIONS

EXISTING DOMESTIC
WATER SERVICE

BUILDING 53 DOMESTIC WATER & FIRE PROTECTION CONNECTION WITH EXISTING BACKFLOW PREVENTERS

DOUBLE DETECTOR CHECK
AND BYPASS METER

SUPERVISORY SWITCH

EXISTING FIRE
PROTECTION SERVICE

PRESSURE E i

(TYP.) GAUGE
TEST COCK
N~0~” (TYP.) N.O. N.O.
FLOW

©
N')
PIPE SIZE TO 0S&Y VALVE
MATCH EXISTING (TYP.) .
FLOOR
. 2 S | TEST COCK
(TYP.)
1” DRAIN TO NEAREST
FLOOR DRAIN
4” CONCRETE PAD
. . . FABRICATED ANGLE
IRON STAND

PIPE SIZE TO
MATCH EXISTING

EXISTING DOUBLE DETECTOR
CHECK AND BYPASS METER

DUCTILE IRON

EXISTING FIRE
PROTECTION SERVICE

FIRE PROTECTION CONNECTION
WITH EXISTING BACKFLOW PREVENTOR

NOT TO SCALE

<3

\ EXISTING DOMESTIC

WATER SERVICE

PIPE INSULATION

PIPE\

RN
fams | ama
=u_u| |u_u= BUILDING WALL
PACK WITH
INSULATION
AND CAULK
AS REQUIRED LOCATE
FLANGE TO
ALLOW
FINISHED FLOOR CTLOEAS"?SL\II?SE

FINISHED GRADE

PIPE SIZE TO
MATCH EXISTING

CAST-IN—-PLACE;
EXTEND SLEEVE 1/2" ABOVE
FINISHED FLOOR (MINIMUM)

WATER TIGHT
MECHANICAL
SLEEVE SEAL

PIPE SERVICE TO BE
LOCATED AT LEAST
BEARING AREA 42" BELOW GRADE
FOR FREEZE
THRUST BLOCK PROTECTION
TO BE POURED AGAINST
UNDISTURBED EARTH
STRUCTURAL GRADE

STRUT OR FRAME

GENERAL NOTES

1. ABOVE BEARING AREAS BASED ON 100 PSI SERVICE PRESSURE AND 2000 PSF SOIL BEARING CAPACITY. WHERE SOIL CONDITIONS REQUIRE
ADJUSTMENTS OF ALLOWABLE BEARING PRESSURE IN THE OPINION OF THE ENGINEER, REQUIRED BLOCKING AREAS WILL BE ADJUSTED.

USE 3000 PSI CONCRETE FOR BLOCKING.

ALL VERTICAL CHANGES IN DIRECTION REQUIRING BLOCKING.

CONCRETE THRUST BLOCK SHALL NOT COMPLETELY INUNDATE FITTING.

RESTRAINED JOINTS MAY BE USED IN LIEU OF CONCRETE BLOCKING WITH APPROVAL OF THE ENGINEER.

CONTRACTOR TO SUBMIT PRICING FOR FLOOR SLAB PIPE PENETRATIONS AS A SEPARATE LINE ITEM.
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1. DO NOT INSTALL CHECK VALVES OR PRESSURE REDUCING
DEVICES UPSTREAM AND LESS THAN 5 PIPE DIAMETERS DOWNSTREAM
OF THE WATER METER.

2. ELBOWS, BENDS & NON—-CONCENTRIC REDUCERS SHOULD BE A
MINIMUM OF TEN (10) PIPE DIAMETERS UPSTREAM OF THE METER.
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